This paper describes the implementation of the Building Controls Virtual Test Bed (BCVTB). The BCVTB is a software environment that allows connecting different simulation programs to exchange data during the time integration, and that allows conducting hardware in the loop simulation. The software architecture is a modular design based on Ptolemy II, a software environment for design and analysis of heterogeneous systems. Ptolemy II provides a graphical model building environment, synchronizes the exchanged data and visualizes the system evolution during run-time. The BCVTB provides additions to Ptolemy II that allow the run-time coupling of different simulation programs for data exchange, including EnergyPlus, MATLAB, Simulink and the Modelica modeling and simulation environment Dymola. The additions also allow executing system commands, such as a script that executes a Radiance simulation.
Introduction
This paper presents the Building Controls Virtual Test Bed (BCVTB), which is a software environment for co-simulation and for real-time simulation. By co-simulation, we mean applications in which at least two simulators, each solving an initial-value differential or difference equation, are coupled to exchange data that depend on state variables. By real-time simulation, we mean applications in which the simulation time is synchronized to the wall clock time, and the simulator may be coupled to hardware.
The BCVTB is a modular, extensible open-source software platform available from Lawrence Berkeley National Laboratory that allows designers, engineers and researchers of building energy and control systems to interface different simulation programs with each other. Interfaces to Building Automation Systems (BAS) are also available but will not be discussed in this paper. The intention of the BCVTB is to give users the option to use the simulation programs that are best suited to model various aspects of building energy and control systems, or to use programs in which they already acquired significant expertise. The BCVTB exchanges data between these programs as the simulation progresses, for example to close feedback control loops or to solve coupled differential equations. Typical applications in building controls include the performance assessment of integrated building energy and control systems, either through co-simulation or realtime simulation, the development of new control algorithms, the testing of control hardware and software in an emulated environment, and the simulation-based verification of control algorithms prior to deployment in a building. Applications in energy systems include the extension of the simulation capability of building simulation programs such as EnergyPlus [Crawley et al., 2001 ] through the use of more modern languages such as Modelica [Fritzson and Engelson, 1998 ] that allow rapid virtual prototyping of new components and systems, integrating models from different domains such as electrical systems, thermal systems and control systems and generation of code that can be uploaded to control hardware [Wetter, 2009a; Elmqvist et al., 2009] . While the use of co-simulation allows extending the capabilities of different domain-specific simulation programs through the run-time coupling with other simulation programs, a direct implementation of all equations in one simulator may be favorable for reasons of computing time and ease-of-use. This is particularly the case if the rate of change in the exchanged data varies significantly during the simulation, i.e, if the coupled system of differential equations is stiff. However, the work for such an implementation can be enormous and may not be practical to do for an individual simulation project. Different building energy analysis programs have also been coupled by several others [Hensen, 1999; Lam et al., 2002; Trčka et al., 2006; Zhai and Chen, 2005; Trčka et al., 2007] . In most cases, the coupling is done by a direct link between two simulators. The software architecture of the BCVTB differs from the above approaches in that it uses a modular middleware to couple any number of simulation programs, instead of coupling two simulators directly. The coupling can be done either locally on one host computer, or remotely over the internet, possibly using different operating systems. The middleware allows users to couple simulators and control interfaces graphically, and it provides a library so users can add their own system models directly within the middleware. Such system models can be used to model control algorithms, physical systems (such as HVAC systems) or communication networks, using different models of computation, such as synchronous data flow, continuous time, discrete time and finite state machine.
It also provides models for data processing, such as output analysis, online visualization and reporting. The middleware can simulate systems as fast as possible, synchronized to real-time or at any speed in between. One of the design goals of the BCVTB was to provide to users a platform that allows them to link their own simulation program or control interface. This has been accomplished by providing libraries that can be used to integrate other simulation programs.
The BCVTB does not attempt to solve the problems of data and process interoperability [Augenbroe et al., 2004; Bazjanac, 2004; Lam et al., 2004] , but it provides a modular software framework that can be used to interface different simulation tools and BAS for run-time data exchange. Earlier work conducted by the Lawrence Berkeley National Laboratory led to a prototype link between building control systems and EnergyPlus, using SPARK models embedded in EnergyPlus to communicate with the control system via digital/analog converters [Haves and Xu, 2007] . The BCVTB presented here is a complete redesign with a different software architecture.
Significant work on using simulation to evaluate the performance of local loop and supervisory control has been performed in the International Energy Agency (IEA) Annex 17 [Lebrun, 1992] . Control strategies were implemented in simulation and in real, commercial, control hardware coupled via analog interfaces to building envelope and system simulations [Haves et al., 1998 Laitila et al., 1991; VaeziNejad et al., 1991; Wang et al., 1994; Decious et al., 1997; Wittwer et al., 2001] . The techniques developed in the IEA Annex 17 were further developed in the ASHRAE Research Project 825-RP and resulted in a simulation testbed for control algorithms [Haves et al., 1996] . The US National Institute for Standards and Technology has been developing a Virtual Cybernetic Building Testbed (VCBT) that uses the Common Object Request Broker Architecture (CORBA) and BACnet, to link computer models for building envelope, HVAC systems, fire and smoke propagation to control hardware [Bushby et al., 2010] .
Recently, a standardization effort was started to facilitate co-simulation, integration of models into different simulation environments and execution of models on embedded systems: In 2010, the MODELISAR consortium released a first specification of the Functional Mock-up Interface for Model Exchange (FMI), which standardizes the interface of models that contain differential, algebraic and discrete equations [MODELISAR] . Such models can then be encapsulated into a Functional Mock-up Unit (FMU). An FMU may be self-integrating if used for co-simulation, or may require the simulator to perform the numerical integration. This effort is expected to further facilitate the development and interoperability of tools for co-simulation. However, the BCVTB does not yet support the FMI specification. 2. Superscripts denote elements of vectors.
3. We denote by y = lim s↑t x(s) the one-sided limit as s → t with s < t. 
Variables

Intended Applications and Requirements
The BCVTB allows expert users of simulation to couple different simulation programs to enable an integrated analysis of building systems that require the use of multiple simulation programs because their functionalities complement each other. For example, for a researcher who is interested in assessing the performance of new HVAC system architectures, a typical use case would be to couple an EnergyPlus model of the building envelope with a Modelica simulation environment such as Dymola [Brück et al., 2002] that enables the researcher to modularly build a model of a new HVAC system using the Modelica Buildings library [Wetter, 2009c,b] and to couple the two programs for data exchange during run-time. A control engineer who needs to develop a new supervisory control sequence, such as for an active facade of a naturally ventilated building, may develop a control sequence in MATLAB/Simulink [Mathworks, 2010] and couple MAT-LAB/Simulink with EnergyPlus through the BCVTB. When developing standard control sequences for HVAC systems, such as the ones published by ASHRAE [ASHRAE, 2006] , a Modelica model of an HVAC system that allows detailed controls analysis may be coupled to an EnergyPlus building model to assess and improve the performance of control algorithms in order to reduce energy and increase comfort. If assessment of daylight availability and glare is of interest, such a system may also require the use of Radiance [Ward, 1994] in a feedback loop in which the input to Radiance may be a control signal for the facade and the output from Radiance may be the illuminance measured by a photosensor in the room. To verify that a supervisory control algorithm works as intended, a control technician may couple a BACnet [ASHRAE, 2004] compliant BAS to a Modelica model, which is then used as a virtual representation of the HVAC system that will be controlled by the BAS. This may help reduce commissioning time and eliminate errors in the control sequence. To conduct model-based fault detection and diagnostics (FDD), a simulation model and an FDD algorithm may be coupled to a BAS through the BCVTB, which may store data in a database. Based on the above use cases and on interviews with stakeholders from industry, we developed the BCVTB to support the following capabilities:
1. The BCVTB allows users to couple different new clients, i.e., a new simulation program, with code modifications required only in the new client.
2. The computing time for data transfer between simulation programs should be small compared to the computing time spent in the individual simulation programs when performing a co-simulation for a whole building.
3. The BCVTB is modular and simulation tool independent so that different clients can be coupled to it. Examples of clients are EnergyPlus, MATLAB, Simulink, simulation environments for Modelica, visualization tools for the online plot of variables, data bases and a BACnet compatible BAS.
4. The BCVTB allows communication with clients over the internet and across different operating systems.
5. The BCVTB runs on Microsoft Windows, Linux and Mac OS X.
6. The BCVTB can be run with a graphical user interface or as a console application without user interaction.
Implementation
We implemented the BCVTB using a modular architecture in which a middleware links the different clients. To simplify the discussion, client will refer to a simulation program or a BAS. Using a middleware, as opposed to linking clients directly to each other, allows the coupling of an arbitrary number of clients. It also provides a central point for starting the simulation of all clients, establishing the communication channels, synchronizing the simulation time and stopping the clients. Fig. 1 shows the architecture of the BCVTB. The dotted line marks the middleware that is used to implement the BCVTB. The middleware has a director that fires off each actor at the synchronization time step. The director also organizes the data exchange between the actors. Each actor is responsible for one simulation program. Prior to the simulation, the actor writes a configuration file that specifies how the simulator can connect to the actor. Finally, it fires off a process invocation to start the simulation. It also starts a server that uses the Berkeley Software Distribution socket (BSD socket). The simulation program reads the configuration file and connects to the actor through a BSD socket using TCP/IP. This socket is used to exchange data between the simulator and the actor.
The following sections explain the implementation as follows: Sec. 4.1 explains the middleware, Sec. 4.2 explains the additions to the middleware, Sec. 4.3 discusses the mathematics of the implemented co-simulation, Sec. 4.4 explains the libraries that are available to implement new clients. Sec. 4.5 provides a simple example and Sec. 4.6 discusses the sequence of data exchange. Sec. 4.7 explains the various interfaces that are implemented in the BCVTB to couple different programs.
Middleware
To implement the middleware, we used the Ptolemy II software [Brooks et al., 2007] . Ptolemy II is a Java-based open-source software framework developed by the University of California at Berkeley to study modeling, simulation and design of concurrent heterogeneous real-time systems. In Ptolemy II, models can be built by instantiating actors. Actors encapsulate the action performed on input data to produce output data. Ptolemy II wraps these data into so-called tokens, which can have various data types. In the BCVTB, an actor may be a Java class, i.e., a group of Java methods and variables, that communicates during run-time with a simulation program. Its input token may be a control signal to be sent to an actuator in the simulation program, and an output token may be a sensor value received from the simulation program. In Ptolemy II's graphical model editor, actors are encapsulated by graphical icons. To send output tokens to input ports of another actor, a user can draw a connection line between the ports of the actors. The interactions between the actors are defined by a Model of Computation (MoC). The MoC specifies the communication semantics among ports. Examples that are of particular interest for the BCVTB are Synchronous Data Flow (SDF) and Finite State Machines (FSM). We use SDF to control the communication of actors that connect to simulation programs. In SDF, each actor is fired when a fixed, pre-specified number of tokens is available on each of its input ports. In the SDF domain, each actor produces a fixed, pre-specified number of output tokens at each firing. Another MoC that is frequently used in the BCVTB is the FSM domain. In FSM, entities are not actors but rather states, and the connections among the entities represent transitions between states. FSM are useful for expressing control logic in which different control laws are used depending on the state of the system, such as sequencing control strategies for air-handling units [Seem et al., 1999] .
Ptolemy II has a modular extensible structure that allows the use of the BCVTB for other research applications, such as analyzing the effect of lost packets or latency in a communication network on the performance of a building control system, or the integration of optimization algorithms for electricity demand response control.
Additions to Ptolemy II
To enable co-simulation, we added a new Java package to Ptolemy II. This package contains the actors Simulator and SystemCommand. It also contains the classes Server and XMLWriter. The class Simulator is an actor that starts a simulation program, sends its input tokens to the simulation program, receives new values from the simulation program and sends these values to its output port. The class Simulator makes an instance of the class Server for the interprocess communication with the simulation program, which is the client. The interprocess communication is implemented using the Berkeley Software Distribution socket interface (BSD sockets). To connect to the server, the client needs to know the number of the port on which it needs to connect. To pass the port number from the server to the client, the class Simulator writes an XML file using XMLWriter, which is then read by the client at program start.
This implementation allows the actor Simulator to use a system call to start any executable (such as a batch file on Windows, a shell script in Mac OS X or Linux) or to start directly any executable program that may have been compiled by the user.
The program that is started by the actor Simulator keeps running until the cosimulation finishes. In contrast, the actor SystemCommand calls a user-specified system command and waits until the command terminates. The system command can be any executable. A typical application where one may prefer to use SystemCommand instead of Simulator is the use of a program that does not have any state variables and whose start-up time is small compared to its computing time. In this situation, it is sometimes easier to implement the communication through command line arguments and text files instead of integrating the socket interface into the simulation program, and the additional overhead for file I/O may be negligible. The use of Radiance presents such a situation.
Mathematics of the Implemented Co-Simulation
In the BCVTB, data is exchanged between the different clients using a fixed synchronization time step. There is no iteration between the clients. In the co-simulation literature, this coupling scheme is referred to as quasi-dynamic coupling, loose coupling or ping-pong coupling [Hensen, 1999; Zhai and Chen, 2005] .
The algorithm for exchanging data between clients is as follows: Suppose we have a system with two clients, where each client solves an initial value ordinary differential equation that is coupled to the ordinary differential equation of the other client. Let N ∈ N denote the number of time steps and let k ∈ {0, . . . , N } denote the time steps. For some n 1 , n 2 ∈ N, let f 1 : R n 1 × R n 2 → R n 1 and f 2 : R n 2 × R n 1 → R n 2 denote the functions that compute the next value of the state variables in simulator 1 and 2. Note that these functions are defined by the sequence of code instructions executed in the respective simulator. The simulator 1 computes, for k ∈ {0, . . . , N − 1}, the sequence
and, similarly, the simulator 2 computes the sequence
with initial conditions x 1 (0) = x 1,0 and x 2 (0) = x 2,0 . An implementation difficulty is presented by the situation that f 1 (·, ·) and f 2 (·, ·) need to know the initial value of the other simulator. Thus, at k = 0, both simulators exchange their initial value x 1,0 and x 2,0 . To advance from time k to k + 1, each simulator uses its own time integration algorithm. At the end of the time step, the simulator 1 sends the new state x 1 (k + 1) to the BCVTB and it receives the state x 2 (k + 1) from the BCVTB. The same procedure is done by the simulator 2. The BCVTB synchronizes the data in such a way that it does not matter which of the two simulators is called first.
In terms of numerical methods for ordinary differential equations, this scheme is identical to an explicit Euler integration, which is an integration algorithm for a differential equationẋ
where h : R n → R n for some n ∈ N. On the time interval t ∈ [0, 1], the explicit Euler integration algorithm leads to the following sequence:
Algorithm 4.1
Step 0: Initialize counter k = 0 and number of steps N ∈ N. Set initial state x(k) = x 0 and set time step ∆t = 1/N .
Replace k by k + 1.
Step 2: If k = N stop, else go to Step 1.
In the situation where equation (3) is integrated over time using co-simulation, the above algorithm becomes:
Step 0: Initialize counter k = 0 and number of steps N ∈ N.
Set initial states x 1 (k) = x 1,0 and x 2 (k) = x 2,0 . Set time step ∆t = 1/N .
Step 1: Compute new states
This algorithm is implemented in the BCVTB. It does not require an iteration between the two simulators. However, one needs to be aware of the sequence of data that is being exchanged, as surprising effects can occur if done incorrectly. The following example illustrates such a situation.
Example 4.3 Let simulator 1 be the EnergyPlus building simulation program, and let simulator 2 be MATLAB. Suppose we compute in MATLAB a control signal for the slat angle of a window blind y 2 (k), send this control signal to EnergyPlus, and send from EnergyPlus to MATLAB the current slat angle y 1 (k). Since the slat angle in EnergyPlus is adjusted instantaneously, EnergyPlus computes
Suppose the slat angle in MATLAB is computed as
where γ > 0 is a gain that corrects for the control error e(k). Suppose that γ is small enough so that we can use the approximate equations
Then, the slat angle will oscillate according to the sequence shown in Tab. 1. To avoid this situation, equation (6) can be implemented as
i.e., the simulator 2 stores the value of y 2 (·) from one time step to the next, and uses this value to compute the new slat angle.
y 2,0 3 y 2,0 y 1,0 We note that other data synchronizations may be possible. For example, in strong coupling, within each time step, simulators exchange data until a convergence criteria is satisfied. This implementation requires the numerical solution of a nonlinear system of equations in which the termination criteria is a function of the state variables of the coupled simulators. However, many building simulation programs contain solvers that compute with relatively coarse precision. This can introduce significant numerical noise which may cause convergence problems for the co-simulation. The computing time of strong coupling vs. loose coupling of EnergyPlus and TRNSYS [Klein et al., 1976 ] was compared by Trčka et al. [2007] . Although loose coupling required shorter synchronization time steps, the work per time step was smaller (as no iterations were needed) which caused loose coupling to compute faster than strong coupling. An additional implementation benefit of loose coupling is that state variables need not be reset to previous values. Thus, loose coupling is easier to implement, is numerically more robust and it computed faster in the experiments reported by Trčka et al. [2007] . A potentially interesting approach would be the use of an adaptive synchronization time step, but we have not yet explored this experimentally. An implementation would require resetting state variables, which is hard to accomplish in tools like EnergyPlus that contain half a million lines of code and that do not have a data structure that allows storing and resetting all state variables.
Library for Clients
We implemented a C library with functions that can be used by developers to implement an interface in their client program to connect to and to communicate with the BCVTB. The library provides functions for parsing XML files using search commands in the XPath language, and it can be used to establish the BSD socket connection, to exchange data through the BSD socket and to close the connection. In the next section, we will show an example that explains how these functions can be used to add new clients to the BCVTB.
For developers, the BCVTB contains configuration files that allow compiling the code using Apache Ant [Foundation, 2010] , which is a cross platform build tool. The operating systems that are currently supported are Windows, Mac OS X and Linux. 
Example to Illustrate how to Connect a Client to the BCVTB
We will now show an example to illustrate how to connect a client program to the BCVTB. We will consider a system with two rooms, each with a heater that is controlled by a proportional controller. We will implement the simulation program for the two rooms in a C program and the controller in Ptolemy II.
Let k ∈ {0, 1, 2, . . .} denote equally spaced time steps and let i ∈ {1, 2} denote the number of the room. For the k-th time step and the room number i, let T i (k) denote the room temperature and let u i (k) denote the control signal for the heater. The room temperature is governed by
where ∆t is the time interval, C i is the room thermal capacity, (U A) i is the room heat loss coefficient, T out is the outside temperature, Q i 0 is the nominal capacity of the heater and T i 0 is the initial temperature. In (10) and (11), we assumed that the communication time step is small enough to be used as the integration time step. If this is not the case, we could use a different integration time step and synchronize the integration time step with the communication time step. The governing equation for the control signal is
where γ i > 0 is the proportional gain, T i set is the set point temperature and the min(·, ·) and max(·, ·) functions limit the control signal between 0 and 1. the socket connection from the client to the middleware. The return value is an integer that references the socket. This descriptor is then used on line 11 as an argument to the function call exchangedoubleswithsocket. This function writes data to the socket and reads data from the socket. Its arguments are the socket file descriptor, a flag to send a signal to the middleware (a non-zero value means that the client will stop its simulation) and a flag received from the middleware (a non-zero value indicates that no further values will be written to or read from the socket by the client). The remaining arguments are the array lengths and the array data to be written to and read from the middleware.
After the call to exchangedoubleswithsocket follows error handling. The test retVal < 0 checks for errors during the communication. If there was an error, then a message is sent to the server to indicate that the client will terminate the co-simulation. Finally, the socket connection is closed by calling closeipc.
To simulate this example, we implemented the controller directly in the middleware, using actors from the Ptolemy II library. However, the controller could as well be implemented in Modelica, MATLAB, Simulink or in a user written program that communicates through a BSD socket similarly to the C client above. Fig. 2 shows the system diagram with the actor for the controller and the actor that interfaces the simulation program.
Sequence of Data Exchange
In Fig. 4 we show the sequence of data exchange between the clients and Ptolemy II. In this schematic, we assumed two clients, but more clients are possible if needed. The figure shows the data exchange between the clients and Ptolemy II (dashed arrows), the data exchange inside Ptolemy II (dotted arrows) and the simulation time in the clients and in Ptolemy II. Once a client has initialized its data, it calls the function exchangedoubleswithsocket to write its initial values to Ptolemy II, as indicated by the arrow x 1 (0) for client 1. Ptolemy II will send these initial values to the other Ptolemy II actors, which may include client 2. This exchange within Ptolemy II is indicated by the dotted arrows. Then, the time integration starts: Ptolemy II sends data that include initial conditions of other clients to the sockets, and the clients receive them. This is illustrated by the arrow labeled x 2 (0) where data is sent to client 1 which still waits until its first call to exchangedoubleswithsocket returns. Now, client 1 computes x 1 (1) = x 1 (0) + t 1 t 0 f 1 (x 1 (0), x 2 (0)) ds. Next, client 1 may call its output report routines and then call exchangedoubleswithsockets to write x 1 (1) to Ptolemy II and to receive x 2 (1) from Ptolemy II. After client 1 receives x 2 (1), it computes x 1 (2) = x 1 (1) + t 2 t 1 f 1 (x 1 (1), x 2 (1)) ds and the procedure is repeated. This exchange scheme continues until Ptolemy II reaches its final time. Then, Ptolemy II writes a flag with a value of 1 to the client to indicate that the last time step has been reached and, hence, that the client won't receive any further data.
Interfaces to Simulation Programs
This section describes the interfaces that we implemented in various simulation programs to allow exchanging data between these programs and the BCVTB. All interfaces use the routines described in the previous section.
EnergyPlus Interface
To interface EnergyPlus with the BCVTB, we added a module called ExternalInterface to EnergyPlus version 5.0. This interface allows overwriting certain EnergyPlus variables during each EnergyPlus zone time step with data received from Ptolemy II and retrieving data from EnergyPlus to be sent to Ptolemy II. In particular, the EnergyPlus interface adds new objects to EnergyPlus that are similar to the existing objects x1 (0) x2 (0) x2 (0) x1 (0) x1 (1) x2 (1) x1 (1) x2 (1) x1 (2) x2 (2) x1 (2) x2 (2) x1 (3) x2 ( 
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• Schedule:Compact,
• EnergyManagementSystem:Actuator, and
• EnergyManagementSystem:GlobalVariable.
The corresponding BCVTB objects are called
• ExternalInterface:Actuator, and
• ExternalInterface:Variable.
These objects allow writing to EnergyPlus schedules, Energy Management System (EMS) actuator objects and EMS variables at each EnergyPlus zone time step. Schedules can, for example, be used to add sensible or latent heat to rooms or to change setpoints. EMS actuators allow additional capability to overwrite setpoints and to control equipment. EMS variables can be used within the EnergyPlus Runtime Language to implement custom control functions.
The BCVTB interface also allows to send any variables of type Output:Variable and EnergyManagementSystem:OutputVariable from EnergyPlus to the BCVTB at the end of each zone time step.
Prior to simulating the run period that is specified in the EnergyPlus input file, EnergyPlus simulates a warm-up period (to compute its initial values) and possibly does a system sizing calculation. During these periods, no data are exchanged between the BCVTB and EnergyPlus. The values of ExternalInterface:Schedule and ExternalInterface:Variable will be fixed at their initial value, which is a mandatory argument. However, for the object ExternalInterface:Actuator, specification of an initial value is optional. If an initial value is specified, it is used during warm-up and system sizing. If it is not specified, then the actuator only overwrites the actuated component after the warm-up and system sizing. Since actuators always overwrite other objects (such as a schedule), all these objects have values that are defined during the warm-up and the system sizing even if no initial value is specified.
Thus, suppose we have an EnergyPlus input data file that contains an instance of ExternalInterface:Actuator that overwrites a Schedule:Compact. Then, there are the following options:
1. ExternalInterface:Actuator specifies an initial value: In this situation, during the warm-up period and the system sizing, the value of Schedule:Compact will be set to the initial value specified by the instance of ExternalInterface:Actuator.
2.
ExternalInterface:Actuator does not specify an initial value: In this situation, during the warm-up period and the system sizing, the value of Schedule:Compact will be as defined by this schedule, i.e., it can change over time. Once the time stepping starts, the value of Schedule:Compact will be overwritten by the numerical value that ExternalInterface:Actuator receives from the BCVTB.
Modelica Interface
To interface Modelica with the BCVTB, we implemented in the Modelica Buildings library [Wetter, 2009c,b] a block that exchanges data with the BCVTB. This Modelica block receives from the BCVTB a vector of double values y(t) which become output of the Modelica block. The input of this Modelica block is a vector of double values u(t) that is computed by other Modelica components and that will be sent to the BCVTB. Since the data exchange is conducted at a fixed sampling interval, the output of the block is y(t) = y(t k ) for t ∈ [t k , t k+1 ). For the input that is sent to the BCVTB, there are three configurations possible: Let u i (t) be the i-th element of u(t), let k ∈ {1, 2, . . .} denote the time step, and let u i k be the i-th element of the vector that is sent from Modelica to the BCVTB at time step k. Then, the user can select to send • the average value over the sampling interval
• the integral over the sampling interval
For state variables, one may typically want to send the instantaneous value, where as for flow variables, the average or integrated value may be more appropriate. Note that for the instantaneous value, the limit from below is used to avoid an iteration across the BCVTB interface.
We also implemented a Modelica model that allows interfacing an air-conditioning system to the BCVTB. The model takes as input signals the temperature and water vapor concentration and, optionally, a bulk mass flow rate into or out of the system boundary. The state of the air that flows out of this model will be at this temperature and water vapor concentration. The output of this model is the sensible and latent heat exchanged across the system boundary. When used with the BCVTB, a building simulation program such as EnergyPlus may compute the room air temperatures and room air humidity rate, which is then used as an input to this model. The sensible and latent heat flow rates may be sent to EnergyPlus to couple the air-conditioning system to the energy balance of the building model.
We will now illustrate the use of this model. We take a simple HVAC system that consists of a supply fan with constant volume flow rate, a heater and a humidifier that serves a single thermal zone. The heater adds heat to the supply air in the amounṫ Q = y hQ0 and the humidifier adds water vapor in the amountṁ w = y wṁw,0 , where y h and y w are the output signals of controllers that track the return air temperature and water vapor concentration (which, in the simulation model, is equal to the room air temperature and water vapor concentration as received from EnergyPlus), andQ 0 anḋ m w,0 are the nominal heating and humidification capacities. We partitioned the system model as shown in Fig. 5 , where the dotted line indicates the system boundary. On the left is the HVAC model that was implemented in Modelica, and on the right is the thermal zone and the building envelope model that was implemented in EnergyPlus. The Fig. 6 . The dotted lines are signals that are exchanged with the BCVTB.
Modelica implementation of the HVAC model is shown in
To couple the two models, we set, in the time interval t ∈ [t k , t k+1 ), the boundary condition for the HVAC system model to the room air temperature T (t) = T k , to the room relative humidity ϕ(t) = ϕ k , to the outside air temperature T out (t) = T out,k and to the outside air relative humidity ϕ out (t) = ϕ out,k . Thus, the vector sent from EnergyPlus to Modelica is y k = (T k , ϕ k , T out,k , ϕ out,k ). In the HVAC model, we computed the sensible and latent heatQ s (t) andQ l (t) that is exchanged if the HVAC system serves a room at temperature T k and relative humidity ϕ k . Thus, we sent from Modelica to EnergyPlus the vector u 0 = (0, 0) T and, for k > 0,
which become the boundary conditions for EnergyPlus. In particular, the sensible and latent heat input was added to the room energy balance of EnergyPlus by using an instance of an EnergyPlus object of type OtherEquipment, and setting its capacity to a schedule value that was overwritten by the BCVTB using an instance of ExternalInterface:Schedule.
MATLAB Interface
We implemented a MATLAB library that provides functions that allow MATLAB to be interfaced to the BCVTB. Fig. 7 shows a code section that illustrates how a MATLAB simulation model can be interfaced with the BCVTB for data exchange at each time step. For brevity, some data initialization and error handling have been omitted. The code is from an implementation of the room model described in (10) and (11). (A complete implementation is provided with the BCVTB installation.) On line 4, a function call is made to establish a BSD socket connection between MATLAB and the BCVTB. On line 9 to 11 is the data exchange with the BCVTB where the current room temperature T k is sent from MATLAB to the BCVTB, and the control signal u k is received from the BCVTB. On line 14, the communication is terminated.
Simulink Interface
There is also a Simulink block that allows data to be exchanged with the BCVTB at each Simulink sampling time step. Fig. 8 shows how a Simulink controller model (block labeled "controller" in the figure) is linked with a model that handles the interface with the BCVTB (block labeled socketIO). Inputs to the block socketIO are a vector containing the control signals, such as setpoints and actuator values, and a trigger signal. If the trigger signal is 0, then the block will not be called during the simulation. This enables a model builder to test and debug the control algorithm in isolation from the model of the plant. Output of the block socketIO is a vector of sensor values that has been received from Ptolemy II. The code generation tool of MATLAB, which is used to interface the C socket library, requires MATLAB function outputs to have a fixed array size. This causes the output vector of socketIO to typically have more elements than required. The block selector is used to select the subset of elements needed by the controller. If more elements are needed than are currently allocated in the socketIO interface, a user can increase the value in a MATLAB script and recompile the MATLAB/Simulink socket library using a script that is part of the BCVTB.
Interface to a System Call
In some situations, one may want to call at each time step an external program and retrieve its output after it terminates. A use case is to call, at each time step, a lighting simulation in Radiance to compute the illuminance that would be measured by a photosensor for a given control signal of an active facade. Another use case is to develop and test a controller, that is implemented in the C language, in a simulation environment that couples the controller to a model of the plant that it will control. For such a situation, we added an actor called SystemCommand. This actor allows, for example, to call a batch file (on Windows), a shell script (on Mac or Linux), or any other executable program. The input to this program can be done either through program flags, or by writing an input file from Ptolemy II, using actors from Ptolemy II's library.
For illustration, we will show how to call a program that implements a simple controller for a room with closed loop control. The program is implemented in the C language and simulates a proportional controller with output limitation. The command line arguments of the program are the control error e and the proportional gain kP. The program writes the control signal to a text file, which will then be parsed by Ptolemy II.
Such a program can be called by making an instance of the SystemCommand actor. Fig. 9 shows this actor as part of the example that is discussed here. Next, two input ports can be added to this actor. Ptolemy II allows giving a name to each input port, which we called e and kP. The actor also allows specifying a program name and any number of command line arguments, which we set to pcontroller (which is the name of the executable) and to $e and $kP, respectively. During the simulation, the text strings $e and $kP in the command line arguments will be replaced by the current value of the input token of port e and port kP. 1 For example, suppose that at some time step, the input ports have the values e = 1 and kP = 2. Then the BCVTB will fire the command pcontroller 1 2
The SystemCommand actor has three output ports: The port exitValue outputs the exit value of the program. The port output contains the standard output stream of the program, and the port error contains the standard error stream of the program.
Upon successful termination, the port exitValue will have the token 0. This token can be used to trigger the actor OutputFileParser. If this actor receives 0 on its input port, then it will read the output file that was written by the program pcontroller and send the output to a plotter. If it receives a non-zero value, it will stop the BCVTB with an error message. The text streams of the ports output and error are sent to a display to show to the user the program's standard output and standard error stream.
Examples using Whole Building Simulation Programs
In this section, we will present examples that use the EnergyPlus whole building simulation program which is linked to Simulink, to Modelica and to a controller that is implemented in Ptolemy II.
Use of Modelica and EnergyPlus to Test Control Sequence of a VAV System
This example illustrates how an HVAC system and its supervisory and local loop control can be modeled in the equation-based object-oriented Modelica language and linked to EnergyPlus through the BCVTB. Modelica is used to implement the HVAC system and the control. The building heat transfer and the temperature and humidity concentration of the thermal zones are implemented in EnergyPlus. The use of co-simulation allowed to use Modelica for its rapid prototyping and flexible modeling capabilities, and for its capability to model and simulate local loop control and supervisory control sequences, pressure-dependent flow distribution in the duct network and the dynamics of HVAC components, which are not possible to model in EnergyPlus. It also allowed to use models from EnergyPlus for the coupled simulation of the building envelope heat transfer, solar gains, detailed fenestration performance and daylight availability, for which Modelica models do not yet exist.
The HVAC system as implemented in Modelica is shown in Fig. 10 . It is a variable air volume (VAV) flow system with economizer and a heating and cooling coil in the air handler unit. There is also a reheat coil and an air damper in each of the five zone inlet branches. The control is an implementation of the control sequence VAV 2A2-21232 of the Sequences of Operation for Common HVAC Systems [ASHRAE, 2006] . In this control sequence, the supply fan speed is regulated based on the duct static pressure. The return fan controller tracks the supply fan air flow rate reduced by a fixed offset. The duct static pressure is adjusted so that at least one VAV damper is 90% open. The economizer dampers are modulated to track the setpoint for the mixed air dry bulb temperature. Priority is given to maintain a minimum outside air volume flow rate. There is also an override that keeps the mixed air temperature above 3 • C to prevent freezing of coils. In each zone, the VAV damper is adjusted to meet the room temperature setpoint for cooling, or fully opened during heating. The room temperature setpoint for heating is tracked by varying the water flow rate through the reheat coil. There is also a finite state machine that transitions the mode of operation of the HVAC system between the modes "occupied," "unoccupied off," "unoccupied night set back," "unoccupied warmup" and "unoccupied pre-cool." In the VAV model, all air flows are computed based on the duct static pressure distribution and the performance curves of the fans. Local loop control is implemented using proportional and proportional-integral controllers, while the supervisory control is implemented using a finite state machine. There is also pressuredriven air leakage through the building envelope. The total system model contained 800 components that led to a differential algebraic equation system with 3,700 scalar equations and 75 state variables.
To model the building envelope, the new construction medium office building for Chicago, IL, was selected from the set of DOE Commercial Building Benchmarks [Deru et al., 2009] . The building is an office building with three floors. Each floor has four perimeter zones and a core zone. The envelope thermal properties meet ASHRAE Standard 90.1-2004. We modified the original input file by removing the HVAC system for the middle floor as this system was modeled in Modelica. We also reduced the time step in EnergyPlus and changed the numerical method that computes heat conduction from conduction transfer functions to finite differences as the conduction transfer function algorithm is not applicable for small time steps.
The coupling between Modelica and EnergyPlus is done through the BCVTB. The inputs to Modelica are the air temperatures and relative humidities for the outside and the five zones of the middle floor. The inputs to EnergyPlus are the sensible and latent heat exchanged with the room air. Data are exchanged between the two programs every one minute of simulation time. Fig. 11 shows the air temperatures and control signals for a winter day. After 9 am, the south facing room has the highest temperature, which causes its reheat coil to shut off around 10:30 am. Earlier in the morning, this zone used reheat and opened its VAV damper to increase the air flow rate. Between noon and 4 pm, the VAV damper of the south zone opens up to about 35% because the room temperature approaches the cooling set point temperature and an increase in air flow rate cools the room. The VAV damper and the supply air temperature of the core zone are close to their minimum since this zone has little heating demand. During day-time, there is a slight variation in fan speed to track the duct static pressure setpoint as the VAV dampers change their positions.
Use of EnergyPlus and Simulink to Test Control of a Naturally Ventilated Building
We will now present an example in which we linked EnergyPlus and MATLAB/Simulink to the BCVTB. EnergyPlus simulates the building including its natural ventilation, and MATLAB/Simulink simulates a controller that determines the window opening positions. The use of co-simulation allowed to use EnergyPlus for modeling the physics, and to use MATLAB/Simulink for its support for control algorithm development. Both programs exchange data via the BCVTB every 1 minute of simulation time. In EnergyPlus, we use two report variables for the room air temperatures of two rooms through which cross ventilation occurs, and we use a report variable for the outside dry-bulb temperature. These three temperatures are input into the Simulink controller, together with the current clock time. The controller determines the room air setpoint temperature, using different values for day and night and a 2 Kelvin dead-band between opening and closing the windows. The control logic is as follows: For some time step k ∈ N, let T s (k) denote the setpoint temperature, let T r (k) denote the larger of the two room temperatures and let T o (k) denote the outside dry-bulb temperature. If T r (k) > max(T s (k), T o (k)), then windows are allowed to be open. Otherwise they are closed. There are three opening positions for the windows: For a constant gain γ = 0.5, the controller computes the control signal y(k) = γ (T r (k) − T s (k)). For 0 ≤ y(k) ≤ 1, one window group is open, for 1 < y(k) ≤ 2 two window groups are open and for 2 < y(k) all windows are open. This control logic is implemented in a Simulink block similar to the block labeled controller in Fig. 8 . Fig. 12 shows the temperature trajectories and the window positions. In the first few days, there is significant chattering, with the window opening and closing in a 15 minute long limit cycle (lower graph). This would be unacceptable for building occupants and would wear out the actuators. Hence, a more sophisticated control algorithm should be used as was implemented in the actual building [da Graca et al., 2004] . A better control algorithm may involve modulating the window opening to avoid the limit cycle.
Use of Ptolemy II and EnergyPlus to Implement a Shading Controller
This example illustrates how Ptolemy II can be used to model a controller of a shading device that is linked to an EnergyPlus model of a building. This co-simulation setup allowed to use EnergyPlus to model the physics, and to use the graphical, freely programmable Ptolemy II environment to implement a controller of a shading device using a finite state machine. The finite state machine switches between the states "night shade deployed," "no shade," and "day shade deployed." The criteria for switching the state of the shading device are the exterior solar irradiation on the window and the room air temperature. These quantities are computed in EnergyPlus. Every 10 minutes of simulation time, EnergyPlus sends the solar irradiation, the room air temperature and the outside air temperature to the BCVTB. In the BCVTB, the finite state machine determines the new desired state of the shading device and sends the control signal to EnergyPlus. Fig. 13(a) shows the implementation of the Ptolemy II model that links an actor for the controller, labeled "shadingController" with the actor labeled "Simulator" that communicates with EnergyPlus. Fig. 13(b) shows the finite state machine that is inside the actor called "shadingController." Each transition of the finite state machine has a guard, which is a test on the solar irradiation and room air temperature in our example. If the guard is true, then the state changes and a new value is assigned to the output signal. Fig. 13(c) shows how the controller state changes with solar irradiation and room air temperature for four days of simulation. A value of y = 0 indicates no shade, y = 1 indicates day shade deployed and y = 2 indicates night shade deployed. The second and fourth day of simulation have large solar radiation and high room air temperatures, which cause the shade to be deployed in the middle of the day.
Conclusions
Using the Ptolemy II modeling and simulation environment as a middleware for the BCVTB allowed the creation of a modular open-source environment to which different simulation programs or building control systems can be coupled. It also offers users the possibility of implementing system models directly in Ptolemy II, for example, to model physical systems or control systems using different models of computation, such as continuous time, synchronous data flow or finite state machines. Ptolemy II also contains libraries of component models that can be used for data processing; example applications include visualization or transformation of data that are exchanged between different clients.
The interface for simulation clients that we added in the form of a Ptolemy II model allowed EnergyPlus, Dymola, MATLAB, Simulink and some custom programs to be coupled to each other. The interface also allows users to add additional simulation programs to the BCVTB. In addition, any executable program can be called from an actor, which allows, for example, Radiance to be coupled to models of facade and light controllers, as well as to models that quantify energy implications of different facades. 7 Acknowledgment
